Clean Agent Suppression System Process Flow

Additional Information:

1. When a fire alarm system is provided for the building, the clean agent system shall be connected to the fire alarm and shall indicate system operation and activate the building fire alarm.
2. System inspection and test shall be performed CONCURRENT with Fire Alarm Inspection, if a fire alarm system is provided.

For more information, please see Construction Process for additional information.